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ABBREVIATIONS MAP/ KEY PLAN CODES & STANDARDS PROJECT DATA DRAWING INDEX
ABV above EXP. JT. ion joint MM. illimet T. tread
AF.F. above finish floor pxT. zfear?osrlon om MLWK. m:nmerker TYP. t;,ep?cm PROJECT DOCUMENTS TO COMPLY WITH THE SECTION 1 - PROJECT DESCRIPTION GEN ERAL FI RE PROTECTION
AD. access door FAB bricate MN. minimum UC. undercut FOLLOWING CODES (WHERE APPLICABLE AND |THE PROJECT DOCUMENTS (DRAWINGS AND SPECIFICATIONS) REPRESENT WORK WITHIN AN OCCUPIED -2 (IBC) OR 2-2-2
AC.BD. tical board : : ) NFPA 101) BUILDING. ALL EXISTING EXITS, PATHS OF EGRESS, AND ACCESSIBLE ROUTES ARE TO REMAIN INTACT DURING
AC.T 2§83§t:§2| tn(;ar FAS. fasten mgg' ml)sgjllleaneous UR. urinal /L CONFORMING WITH MOST CURRENT EDITIONS/ (CONSTRUéTION. DEMOLITION AND CONSTRUCTION MUST RETAIN THE CONTINUITY OF ALL EXISTING FIRE RATED SHEET NAME SHEET NAME
ADJ adjustable EISL ;!b,erhg'ass MR mop rack UNO. gmzf;iggted REVISIONS- PRIOR TO DATE OF SUBMISSION):  |[CONSTRUCTION IN AND AROUND SURROUNDING AREA OF WORK (WHERE PRESENT) NO. NO.
) inis - :
QETG aggregate FFL. finish floor MLDG.  moulding VB vapor barier IRVING ST THE FOLLOWING ARE DESCRIPTIONS OF KEY TASKS INCLUDED IN THE SCOPE OF WORK: A-001 CONTACTS, PROJECT DATA& INDEX FA-001 FIRE ALARM GENERAL NOTES AND LEGEND
. : o : mounting .
QI’:]CH alumhlnum EE c. ;";e i:g?ng;'Sher MULL mullion xéI;.T \\;::Itieczsél ) O . \S/QED&:EEE/KE)?\J o D\E/iISET'Iv(IDA;\II\}ALIJ_ACIZ_Ebl\g{T'iL%iRD APPLICATION #1- INTERIOR DEMOLITION AND CONSTRUCTION FOR NEW PATIENT WARD OF APPROXIMATELY 19,000 SF ON THE FOURTH FAD-101 |FIRE ALARM DEMOLITION PLAN
n r . , _ .
AB. e ot FHC.  fire hose cabinet r':llng\)l :?mu::; VW.C.  vinyl wall covering GUIDE, AND OTHER GUIDANCE ON THE TECHNICAL INFORMATION || -0Or AREAE (4E) ARCHITECTURAL FA-101 |THIRD FLOOR FIRE ALARM PLAN
ANOD  anodized F.HR. fire hose rack ' in- VAT. vinyl asbestos tile LIBRARY (TIL) (HTTP:UWWWW.VA.GOVIFACMGT/STANDARDY). #2- TWO (2) ROOF LEVEL ADDITIONS (5E) OF APPROXIMATELY 2,100 SF AND 350 SF RESPECTIVELY, THE FIRST INCLUDING FA-102 FOURTH FLOOR FIRE ALARM PLAN
N.I.C. not-in-contract .
@ at FPRF.  fire proofing NT.S tto-scal WTW wall to wall INTERNATIONAL BUILDING CODE (IBC) (ONLY WHEN A NEW ELEVATOR AND STAIR FROM FOURTH FLOOR, AND THE SECOND- AN EXTENSION TO STAIR #9; SHEET
ASPH  asphalt FLG.  flashing NO. number  WH  wallhung oy IN VADESIGN DOCUMENTS) NO NAME FA-103_|FIFTH FLOOR FIRE ALARM PLAN
ASSY. assembly E_HS ;:?)Lt'ead screw o.C. on center W.C. water closet e NFPANATIONAL FIRE CODES WITH THE EXCEPTION OF NFPA f,:;g:%ﬁhg? AND RE-ROOF OF E-WING (AREA B) ROOF (APPROXIMATELY 18,000 SFY MATCH EXISTING CONSTRUCTION A101 ' SITE INFORMATION FA-501 FIRE ALARM RISER DIAGRAM AND DETAILS
BSMT basement : OPNG. opening W.P. water proofing 5000 AND NFPA 900 -
BM beam IELI?'MTD. ;:gg[ (rjnrannted OPP. opposite WIN. window * VASEISMIC DESIGN REQUIREMENTS, H-18-8 #4- INTERIOR DEMOLITION AND REFINISH OF FINISHES AND LIGHTING ONLY IN AREA 4A; A-102 PHASING PLANS FP-001 SPRINKLER GENERAL NOTES AND LEGEND
B.M. bench mark FT. foot o.D. outside diameter W.W.F. welded wire fabric e  NATIONAL ELECTRICAL CODE (NEC) FPD-101 SPRINKLER DEMOLITION PLAN
BET. between FDN foundati PTD. painted WD. wood N o NATIONAL STANDARD PLUMBING CODE (NSPC) #5- RELOCATION OF (1) EXISTING ROOF LEVEL CHILLER UNIT; A-103 3E DEMOLITION PLAN
BIT. bituminous ' ounaation PR. pair W.P. work point e SAFETY CODE FOR ELEVATORSAND ESCALATORS, FP-101 THIRD FLOOR SPRINKLER PLAN
BLK block FUT. future WO without f AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME) A 17.1. #6- DEMO AND CONSTRUCTION OF THIRD FLOOR CLOSET AND CORRIDOR AS OF RESULT OF NEW SHAFT/ ELEVATOR FOR A-104 4E DEMOLITION PLAN
BLKG Dok , gNBL' pa’r}ell board e with SITE LOCATION «  ASME BOILER AND PRESSURE VESSEL CODE 5E. AND REPLACEMENT OF FINISHES ONLY IN ADJACENT ROOMS AFFECTED. A105 5E DEMOLITION PLAN FP-102 FOURTH FLOOR SPRINKLER PLAN
| ° oAV galvanized - vt «  ASME CODE FOR PRESSURE PIPING i FP-103  |FIFTH FLOOR SPRINKLER PLAN
BD. board GA. guage PART. partition YD. yard «  UNIFORM FEDERAL ACCESSIBILITY STANDARDS (UFAS) ALL WORK SHALL BE IN ACCORDANCE TO CODES AND STANDARDS LISTED HEREIN, SPECIFICATIONS PROVIDED, AND PER | [A_106 4E LIFE SAFETY PLAN
Dae ket GL. glass PLAS.  paser T ) INCLUDING VA SUPPLEMENT, BARRIER FREE DESIGN THE DIRECTION OF VA COTR. 107 SE LIFE SAFETY PLAN FP-501  [SPRINKLER RISER DIAGRAM AND DETAILS
BLDG. building gEAN granite PLI' . point / ) ?;g'hg'y?ég OADI\/IIEEﬁllz(?AL\Jr\IJRC:EOMNECI;\IRTIESTFEOIEgRTITIT’\L],FT%RA?\,EDDCOMMENTARY ALL WORK OUTSIDE OF AREA 4E TO BE COMPLETED OFF-HOURS AND PER THE DIRECTION OF VA COTR. _
B.U.R. built-up roofing GYP.D.W. gypsum drywall POL golished - Fir— (ACI 318) ' A'1 08 3E FLOOR PLAN
CAB cabinet GYP.PLAS. gypsum plaster P.V.C. poly-vinyl chloride ] *  MANUAL OF STEEL CONSTRUCTION, LOAD AND RESISTANCE A-109 4E FLOOR PLAN
OPT. X GWB gypsum wall board  prCST rocast , FACTOR DESIGN SPECIFICATIONS FOR STRUCTURAL STEEL PLUMBING
o P_ gggt)?ron ceiling PROS ) zropeny |_:| BUILDINGS, AMERICAN INSTITUTE OF STEEL CONSTRUCTION A-110 5E FLOOR PLAN SHEET
. HDW. hard : (AISC)
C.l. cast-in-place HD. h:;dware PC. privacy curtain ° ENERGY POLICY ACT OF 2005 (EPACT) SECTION 2 - APPEALS (NOT USED) A—1 1 1 E—WlNG ROOF PLAN NO NAM E
cLG. ceiling HGT. height aTy. quantity - «  VENTILATION FOR ACCEPTABLE INDOOR AIR QUALITY - A-112 4E DIMENSION PLAN -
CEM.  cement HPT.  high point Q. quarry tile 7 ASHRAE STANDARD 62.1- 2004. SECTION 3 - BUILDING CONSTRUCTION P-101 PLUMBING LEGEND, NOTES AND SCHEDULES
oL comoriine e hollow core RAB.  rabbet o ® ASHRAE STANDARD 132007, 11T Yo TEMS CONSTRUCTION TYPE(S) 1B (NFPA 101 CLASS 222 A113  |5E DIMENSION PLAN PD-201  |4E FLOOR PLAN — PLUMBING - DEMOLITION
CER. coramic iy notow metal RAD. radius = ALLOWED: 20 FT) 1(STORY) A-114 3E REFLECTED CEILING PLAN
ic B. ose bib REF. reference BUILDING HEIGHT (5E ONLY) P-201 4E FLOOR PLAN - PLUMBING - WASTE
CT. ceramic tile , REINF. reinforce PROPOSED: 19 (FT.) 1(STORY) A-115 4E REFLECTED CEILING PLAN
ng\éT Cl. motsalc tile :ECL !nclh g REQD. required SPRINKLERS USED TO INCREASE STORIES NO A 116 5E REFLECTED CEILING PLAN P-202 4E FLOOR PLAN — PLUMBING — WATERAND VENT
. . Incluae . -
coL  column INSUL.  insulation vy retun air P-203  |5E FLOOR PLAN - PLUMBING
CONC. concrete interi Rip re-use if poss R T T e a ©OF RATING REQUIRED | RATING PROVIDED | TEST ASSEMBLY NO. A-117 4E EQUIP. & FURNITURE PLAN
INT. interior RIP. re-use if possible EXPANSION) PD-301 4E FLOOR PLAN — MEDICAL GAS DEMOLITION
C.M.U.  conc. masonry - ROMW ahtoof STRUCTURAL FRAME- COLUMNS 2HR 2HR X701 A-118 S5E EQUIP. & FURNITURE PLAN
anit JC. janiors closet OW.. right-of-way — — . - P-301 _ |4E FLOOR PLAN — MEDICAL GAS
consT oM on AT, joint R riser STRUCTU BEAMS 0 A201  |EXTERIOR ELEVATIONS- |
CJT control joint JST. joist R.D. roof drain BEARING WALLS - EXTERIOR 2HR N/A N/A A202 EXTERIOR ELEVATIONS. 11 P-401 PLUMBING RISER DIAGRAMS
- . RFG. roofing i
CONT.  continuous K PL ok olat BEARING WALLS - INTERIOR 2 HR N/A N/A P-402 PLUMBING RISER DIAGRAMS
CSK. countersunk K.O. kfoci iti 2%, :Zﬁgmh opening NON-BEARING WALLS - EXTERIOR 0HR 0HR N/A A-203 EXTERIOR ELEVATIONS- IlI
DP. damproofing LBL. label RUB. rubber NON-BEARING WALLS - INTERIOR AS NOTED AS NOTED VARIES A-204 INTERIOR ELEVATIONS
DET. detail LB. lag bolt SAF.GL. safety glass FLOORS 2HR 2HR (EXISTING) D902 A-205 INTERIOR ELEVATIONS
B:Q g!amet?r LAM. laminate SCHED.  schedule ROOF DECK ASSEMBLY/ COVERING 1 HR/ CLASS B 1 HR/ CLASS A P710/ UL STD. 790 MECHANICAL
oR. door AV favtoy SNT.  sealant A206  |INTERIOR ELEVATIONS SHEET -
' . LT. light SECT. t )
D.TA. dovetailanchor 7wt light weight SEP. zzgal(:gte EXTERIOR WALL PROTECTION BASED ON FIRE AREA OF OPENINGS A-207 INTERIOR ELEVATIONS NO.
' own LMS. limestone S.C. solid core ’ ’
DWG.  drawing v mesto | STANGE 0 D A-209  |INTERIOR ELEVATIONS - PATIENT ROOM A - -
DF.  dinkingfountain (NTL et Spon Specal i rre %O WALl o ow.  [proposeo| O WAL aiow. [proposen| [apT NTERIOR ELEVATIONS - PATIENTROOM B HD-201  |FLOOR PLAN - HVAC DUCTWORK DEMOLITION
DW. drywall e Enz ggEC. zngcat'ons WALL LOCATION | proPERTY| RATING OPE:\I'\:N s |ABLEAREA|  AREA OPE:\'I\:N s |ABLEAREA|  AREA 0 O ONS 00 H-201 FLOOR PLAN - HVAC DUCTWORK
EA.  each VR lower SSTL.  stainless steel HNE A-211  |INTERIOR ELEVATIONS - PATIENTROOM € H-301  |FLOOR PLAN — HVAC PIPING
ELAS. elastic LPT. low point STD. standard \G 230 FT 0 | NoumT | NoUMIT | NoLMIT | NoUMIT | NoumiT | Noumir | |A-212 INTERIOR ELEVATIONS - PATIENT ROOM D
EWC.  elwatercodler yrR  manufacture o o _ MICH ALL HD-401 |ROOF PLAN - HVAC DEMOLITION
EL. elevation : A-213 INTERIOR ELEVATIONS - PATIENT ROOM E
ELEV lovat MRB. marble S.D. storm drain N SECTION 2 - BUILDING AREA H-401 ROOF PLAN — HVAC
- elevator MAS. masonry STR. structural \} - A-214 INTERIOR ELEVATIONS
EBCL' enC|0|8ure M.O. masonry opng. SURF. surface ALLOWABLE AREAS AND AREA MODIFICATIONS FOURTH FLOOR (4€) | FIFTH FLOOR (5E) A-301 BUILDING SECTIONS H-501 ENLARGED PLANS - HVAC
: equa MAX. maximun SUSP. suspended -2 OCCUPANCY : H-601 HVAC DETAILS
E)Q(t:_lp' :gﬁ'apur;]f " ME:Y.IB' mgglbra”e ?lEJEP-CLG- f(;zz'h‘;er‘:gng TABULAR FLOOR AREA PER OCCUPANCY UNLIMITED A-302 WALL & STAIR SECTIONS H-602 HVAC DETAILS
EXIST.  existing MLT. DK. tal deck TERR.  terazzo FRONTAGE INCREASE 0 SF A-501 EXTERIOR DETAILS
EXP. expansion MTL. L. 22*; Iaetr? THK. thick AREA MODIFICATION, ALLOWABLE AREA PER FLOOR N/A A502 PARTITION TYPES H-603 HVAC DETAILS
E§§ ABNL(-:FH przﬂzﬁﬂ ﬁgﬁhm M. meter ro.c top of curb AUTO SPRINKLER SYSTEM INCREASE 2 X UNLIMITED = UNLIMITED H-604 HVAC DETAILS
.BLT. expansi MEZZ. mezzanine T.O.SL. top of slab TOTAL ALLOWABLE BUILDING AREA ONLIMITED A-503 INTERIOR DETAILS H-605 HVAC DETAILS
A-504 INTERIOR DETAILS
H-701 HVAC FLOW DIAGRAMS
MATERIAL SYMBOLS ARCHITECTURAL OWNER/ DEVELOPER ~ GENERAL CONTRACTOR [ oo mmeomemmermmas [ w1 v | (o505 _|NIERIOR DETALS 707 FVAG CONTROL DIAGRAVS
7 - H-703 HVAC CONTROL DIAGRAMS
A-601 DOOR & WINDOW SCHEDULE
DIM.-LUMBER SAND SECTION 5 - OCCUPANT LOAD 502 2 OOM FINISHES SCHEDULE H-801 HVAC SCHEDULES
_ H-802 HVAC SCHEDULES
AREA USE FLOOR AREA LOAD FACTOR OCC. LOAD A-603 ROOM FINISHES LEGEND
ALUMINUM WOOD BLOCKING CORNERSTONE ARCHITECTS VETERANS ADMINISTRATION MEDICAL CENTER — A-604  |ACCESSORY LEGEND
. (4E) 2 18,622 SF 240/ SF 78 OCC
23 WEST BROAD STREET, SUITE 200 50 IRVING STREET, NW OUTPATIENT (58) 2 425 SF 100/5F 5000 A-701  |4E FINISH PLAN ELECTRICAL
STEEL
BRICK -
¢ RICHMOND, VIRGINIA 23220 WASHINGTON, DC 20010 A702  |SE FINISH PLAN SHEET NAME
SECTION 6 - BUILDING EXITING NO
www.csarch.com www.cfm.va.gov .
BRICK FACE WOOD-FINISH TBD FLOOR LEVEL NUMBER OF EXITS TYPE OF EXIT REQ.'D/PROPOSED CORRIDORS E-100 ELECTRICAL LEGEND. NOTES. AND SCHEDULES
B 804,353 3051 B 202.745.8000 o |vermeal| e | oo | e | eeie | STRUCTURAL ED-201 |FLOOR PLAN - POWER DEMOLITION
CONCRETE R GRAVEL - 804.303. : £02-1%0- TEAITERTOYRER) poors | gydlos | Ay | =T | RATMG | Mot | TGHEET NAME E-201  |FLOOR PLAN — POWER AND AUXILIARIES
e CONTACT: MR. CHRISTOPHER HUMES CONTACT: MR. MEL WIDOMSKI e e B e e e . NO. i S L
cMU WB . MR. . MR. - -
. T MR- | oo ) " womoon brvarmel wn | wn Ny S-001  |GENERAL NOTES E-401  |ROOF PLAN - ELECTRICAL
EMAIL: chumes@csarch.com EMAIL: Melvin.Widomski@va.gov S-101 4TH FLOOR FRAMING PLAN E-501 ENLARGED FLOOR PLANS - ELECTRICAL
EARTH PLYWOOD ROOFTOP GATWALK 10 THE New STAIR S POB.UP WITH ROORTOP AGCESS, |+ 1o NCE ALONG AN EXTERIOR 5102 |ROOF MEZZANINE PLAN E-601  |POWER RISER DIAGRAM AND SCHEDULES
BATT INSULATION RIGID INSUL S-103 MEZZANINE ROOF PLAN E-701 ELECTRICAL DETAILS
' SECTION 7 - BUILDING FIRE DETECTION AND SUPPRESSION S-301 SECTIONS E-702 ELECTRICAL DETAILS
(Eggg:gﬁg) REQUIRE/OPTIONAL | TYPE/CLASS/AREAS OF COVERAGE | | S-501 TYPICAL DETAILS E-801 ELECTRICAL SCHEDULES
GENERAL SYMBOL LEGEND MEP STRUCTURAL FIRE PROTECTION e SYSTEn — — —————— | [s:502__|TYPICAL DETAILS E-802  |ELECTRICAL SCHEDULES
FIRE ALARM SYSTEM YES YES PENDANT SPRINKLERS/ MAX E-803 ELECTRICAL SCHEDULES
SMIOKE DETEGTION SYSTEW ves = HAZARD, 130sf FOR ORDINARY
SECTION NUMBER STANDPIPE SYSTEM YES YES HAZARD
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SHEET WHERE SECTION IS LOCATED

TELECOMMUNICATIONS

SECTION 8 - ENERGY CODE REQUIREMENTS SHEET
CCRD PARTNERS STROUD PENCE & ASSOCIATES RHINO FIRE PROTECTION ENGINEERS, PLC  [NorererenerovroLcy a7 o 200 NO. NAME
COLUMN LINE TAG 3311 WEST BROAD STREET 4198 COX ROAD, SUITE 110 12359 SUNRISE VALLEY DR., SUITE 350 _
<> ICHMOND. VIRGINIA 23230 GLEN ALLEN. VIRGINIA 23060 RESTON. VA 20101 SECTION 9 - PLUMBING FIXTURES (INPATIENT TREAT. ONLY) 1100 | TELECOMM. LEGEND, NOTES AND SCHEDULES
1 , , , T T WATcRGLoSET o T-201 FLOOR PLAN - TELECOMMUNICATIONS
£LEVATION NUMBER www.ccrd.com www.stroudpence.com www.rhinofpe.com OCC. AREA LOAD SINK | FOUNTAIN [ FEMALE | WMALE | FEMALE | MALE T-301 FLOOR PLAN — LOW VOLTAGE
...................... ELEVATION REQ./PROV|REQ./PROV|REQ./PROV|REQ./PROV|REQ./PROV|REQ./PROV
w SHEET WHERE ELEVATION IS LOCATED P: 804.355.2067 P: 804.346.3935 P: 703.481.8914 TREATMENT ROOMS 29 11 11 29129 29/29
EMPLOYEES <25 171 11
ROOM NUMBER CONTACT: MR. DAVID WRIGHT CONTACT: MR.JOHN HANCOCK CONTACT: MR. FERNANDO ESCALANTE - | =
_ EMAIL: dwright@ccrd.com EMAIL: jhancock@stroudpence.com EMAIL: fescalante@rhinofpe.com
n DETAIL NUMBER // \\
______________ —{ DETAL |
SHEET WHERE DETAIL IS LOCATED N _7/ FULLY SPRINKLERED
Drawing Title Project Title Project Number
MEP STRUCTURAL LIFE SAFETY CORNER CONTACTS, PROJECT DATA & Buiding Number Office of
DAVID WRIGHT JOHN HANCOCK FERNANDO ESCALANTE < INDE X PATIENT WARD EXPANSION E Facllities
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